Gas leaks in the oil and gas industry represent a safety risk as they, if ignited, may result in severe fires and/or explosions. Unignited, they have environmental impacts. This is particularly the case for methane leaks due to a significant Global Warming Potential (GWP). Since gas leak rates may span several orders of magnitude, that is, from leaks associated with potential major accidents to fugitive emissions on the order of 10 −6 kg/s, it has been difficult to organize the leaks in an all-inclusive leak categorization model. The motivation for the present study was to develop a simple logarithmic table based on an existing consequence matrix for safety related incidents extended to include non-safety related fugitive emissions. An evaluation sheet was also developed as a guide for immediate risk evaluations when new leaks are identified. The leak rate table and evaluation guide were tested in the field at five land-based oil and gas facilities during Optical Gas Inspection (OGI) campaigns. It is demonstrated how the suggested concept can be used for presenting and analysing detected leaks to assist in Leak Detection and Repair (LDAR) programs. The novel categorization table was proven valuable in prioritizing repair of "super-emitter" components rather than the numerous minor fugitive emissions detected by OGI cameras, which contribute little to the accumulated emissions. The study was limited to five land based oil and gas facilities in Norway. However, as the results regarding leak rate distribution and "super-emitter" contributions mirror studies from other regions, the methodology should be generally applicable. To emphasize environmental impact, it is suggested to include leaking gas GWP in future research on the categorization model, that is, not base prioritization solely on leak rates. Research on OGI campaign frequency is recommended since frequent coarse campaigns may give an improved cost benefit ratio.
Introduction
Natural gas is currently the third largest source of energy, covering about 20% of the world's primary energy demand. Unlike other fossil fuels, the global demand of natural gas is expected to increase over the next few decades. In the International Environment Agency (IEA) Sustainable Development Scenario in the World Energy Outlook 2018, designed to be fully aligned with the Paris Agreement goal of keeping the global average temperature rise below 2 • C, natural gas is expected to supply one quarter of the world's primary energy demand by 2040 [1] . The increasing demand is driven by the development in Asia, governmental policies of carbon-taxing and coal-to-gas switch in industries and buildings. The increasing supply is primarily met by the US shale gas revolution. National environmental protection agencies (EPAs) are increasingly concerned about the accumulated leak rates in the oil and gas industry. In several countries, for example, Norway and USA, the EPAs want to quantify the leak rates as a basis for issuing environmental taxes. There are indications of methane leak rates being higher than the respective EPAs estimates [12, 13] . Loss of methane gas to the atmosphere must be prevented as these losses counteract an improvement in GWP relative to carbon rich fuels.
Leak rates and greenhouse gas (GHG) footprint of both the Norwegian LNG and pipeline gas exported to Europe have been found to be well below recently reported EU averages [14] . The estimated CH 4 emissions were 0.01-0.04% of the production rate. But there are leaks and the Norwegian Environmental Agency (NEA) requires Differential Absorption Lidar (DIAL) recordings, which is also frequently used to record methane gas emissions from industry areas [15] and landfills [16] . In some special cases, the DIAL technique can also be used to record leaks from for example, large process units and storage tanks. However, to search for leaks on a component level, close-up methods are required.
It is well known internationally that a minor fraction of the emission sources dominates the accumulated methane emissions [3, 17] . Rather than searching for numerous marginal small leaks on the order of 1 × 10 −6 kg/s, to start looking for the "super-emitters" may be worthwhile. If the average period a few "super-emitters" are active is half a year, that is, before detected in a yearly OGI campaign, they may dominate the accumulated leak rate. Searching more frequently for "super-emitters and not devote so much time to the marginal leaks, could be very beneficial with respect to environmental impacts, safety and plant economy.
Methods that can be used near the leak sources may reveal exactly where the leaks occur and which leaks contribute most to the accumulated emissions, making it easier to prioritize repair of the "super-emitters" [3, 17] . On the component level, since such "super-emitters" may emit orders of magnitude more gas than minor fugitive emissions, one may question whether a high accuracy is necessary, that is, over-engineering may be an issue [3] . Since the "super-emitters" contribute so much to the accumulated leak rates, it is important to locate and repair these.
In the present study, we have developed and tested a concept for improving the focus on the leaks contributing most to the accumulated emissions. An incident consequence matrix used by the Petroleum Safety Authority of Norway, as well as oil and gas companies operating on-and offshore in Norwegian territories, has been extended and tested as a tool also for categorizing fugitive emissions. It was also tested for communicating the importance of addressing "super-emitters" with less focus on a high number of minor leaks significantly smaller than these "super-emitters." A leak risk evaluation guide is presented and a discussion regarding too high focus on quantifying all detected leaks, rather than focusing on the major contributors, is included. Some comments are included regarding safety risk versus fugitive emissions and possible benefits of a common gas leak categorization system. The novelty of the paper is the concept presented and the way it can be implemented by operators and managers.
Gas Leak Detection in Processing Facilities

Fire Safety Related Properties of Natural Gas
Natural gas typically consists of 90-95 vol% methane (CH 4 ), 3-6 vol% ethane (C 2 H 6 ), with some minor amounts of longer chain alkanes, for example, propane (C 3 H 8 ), butane (C 4 H 10 ) and so forth, as well as varying amounts of N 2 , CO 2 and H 2 S, which is generally removed when processing the gas. The molar mass of methane and ethane are 16.04 g/mol and 30.07 g/mol, respectively. A representative molar mass for natural gas may typically be 19 g/mol, while dry air has molar mass 28.97 g/mol. At 20 • C, the density of natural gas is about 0.79 kg/m 3 while the density of air is 1.21 kg/m 3 . Unless very cold due to the expansion from a high-pressure source, that is, the Joule Thompson effect or resulting from for example, an evaporating LNG leak, a gas leak will be lighter than the ambient air. Natural gas is flammable, with a heat of combustion of about 50 kJ/g. It has a minimum ignition energy (MIE) of 0.25 mJ, that is, it is easily ignited when mixed with air. The lower flammability limit in air, which is also denoted as the lower explosion limit (LEL), is 5 vol% and the upper flammability limit of 15 vol% [18] .
Due to the high pressures associated with natural gas processing and pipeline transport, even small leak openings may give substantial leak rates. Ignited large leaks have given many major accidents worldwide. Early detection of gas leaks is therefore given high priority to prevent fires and/or explosions.
Fixed Gas Detectors for Safety Related Leak Detection
Gas processing plants, compression facilities for gas transport and LNG plants are equipped with fixed gas detectors to detect safety related leaks. These gas detectors usually come in two principle categories, that is, point detectors and line-of-sight detectors. There are many different types of point gas detectors. Previously, combustion-based gas detectors were used. These detectors relied on recording the oxidation of gas on a heated catalyst and had quite long response times. Today, infra-red (IR) light absorption detectors dominate, at least in Norwegian on-and offshore facilities. These are based on recording the IR absorption of the C-H bonds in the gas at about 3.4 µm wavelength. Readings from point detectors are usually reported in % LEL. For new equipment, the detection limit for high alarm (H) is typically 10% LEL with high-high alarm (HH) at 20% LEL. Line of sight detectors work similarly, however with a sender and a receiver, where any absorption of wavelengths corresponding to the C-H bond IR signature between these, is recorded. Line of sight detectors typically report the values in LELm (LEL meter), with set values for H alarm and HH alarm typically at 1 LELm and 2 LELm, respectively. At H alarm, the plant operators are warned and non-essential electrical equipment is automatically disengaged. Even stronger actions are taken at HH alarm or when more than one gas detector H alarm is activated.
Investigation of Gas Release Incidents
In a number of cases in the world-wide oil and gas industry, large gas releases have been ignited and thereby caused major accidents. Containment is therefore generally accepted as the most important barrier against severe incidents. Diluting gas leaks to below the LEL is also a possible safety measure. In other industries, such as the coal mining, where methane is continually released, ventilation is critical for ensuring safe conditions [19] .
Major oil and gas companies relentlessly investigate situations that have resulted in safety related gas leaks, regardless of the release being ignited or not. Investigation of such leak incidents is indeed required by the Norwegian regulations, stating that "Situations that occur frequently or that have great actual or potential consequences, shall be investigated" [20] . The motivation for investigating gas leaks is to learn from the incidents and enable the companies to prevent future accidents and near misses.
Since loss of containment is a severe risk, most companies have developed criteria for leak severity categorization represented by the leak rate for lasting leaks and accumulated leak for brief leak bursts. A representative general incident and near miss consequence matrix is presented in Figure 1 , where also other incidents such as for example, personnel injury, uncontrolled discharge/emissions to the environment and loss of reputation are included. In Norway, such matrixes have been used for more than three decades, with only minor adjustments. For flammable oil and gas leaks, the consequence matrix is organized from the most severe to the less severe leak rates in the following order: leak rate > 10 kg/s → Red 1; 10 kg/s > leak rate > 1 kg/s → Red 2; 1 kg/s > leak rate > 0.1 kg/s → Yellow 3; leak rate < 0.1 kg/s → Green 4; leak rate << 0.1 kg/s → Green 5. It is interesting to notice that the leak rate categories are organized logarithmically based of the leak rates, both for actual leaks and for potential consequences under slightly altered circumstances. operation. The truck was at each site for 2-3 weeks and the recordings could be severely affected by surrounding nature, for example, mire habitats releasing methane at changing rates when for example, heated by sun radiation. Only in a few cases, the DIAL technique could reveal which equipment was indeed leaking. Besides these issues, the DIAL technology can get a fair representation of the total fugitive emissions, however, generally without providing details about any individual "super-emitters." For single leak identification, close-up methods are required. Until recently, the preferred solution at Norwegian facilities was sniffing with handheld gas detectors held 10 cm from potential leak sources and the readings were either in ppm (parts per million) or in %LEL. The measurements at 10 cm distance were done on a regular basis, for example, weekly, as detection at this distance was recognized as important for detecting safety related leaks. Measurement campaigns using 1 cm distance were done less frequently, for example, once a year, to detect the smallest fugitive emissions.
Detecting Minor Gas Leaks and Seepages
Unless directly exposing a point gas detector, a natural gas seepage of for example, 5 cm 3 /s (3.5 × 10 −6 kg/s, 125 kg/y) will not result in a H alarm of neither point gas detectors nor line-of-sight gas detectors. The released gas will be too diluted to result in alarm activation. Such small leak rates in an open area or in an indoor ventilated area, do not represent a safety issue. However, when undetected by the fixed gas detectors, these leaks may release gas for several years. When 
Previous Detection of Fugitive Emissions from Production Facilities
In recent years, campaigns for detecting methane leaks at land-based hydrocarbon processing facilities in Norway were mostly based on the Differential Absorption Lidar (DIAL) technique, since that method was considered as best available technology (BAT). Leak detection programs were mandatory and enforced by the NEA due to the methane greenhouse gas potential. Leak rates recorded by third-parties were used to issue taxes. The measurements were typically performed by a DIAL truck visiting the site [15, 16] to record methane gas in the atmosphere upwind and downwind of the facility. Usually, the truck had to be positioned within the "hot plant," that is, where there should be no ignition sources. As a non-Ex safe unit, there was a need for work permits for this operation. The truck was at each site for 2-3 weeks and the recordings could be severely affected by surrounding nature, for example, mire habitats releasing methane at changing rates when for example, heated by sun radiation. Only in a few cases, the DIAL technique could reveal which equipment was indeed leaking. Besides these issues, the DIAL technology can get a fair representation of the total fugitive emissions, however, generally without providing details about any individual "super-emitters."
For single leak identification, close-up methods are required. Until recently, the preferred solution at Norwegian facilities was sniffing with handheld gas detectors held 10 cm from potential leak sources and the readings were either in ppm (parts per million) or in %LEL. The measurements at 10 cm distance were done on a regular basis, for example, weekly, as detection at this distance was recognized as important for detecting safety related leaks. Measurement campaigns using 1 cm distance were done less frequently, for example, once a year, to detect the smallest fugitive emissions.
Detecting Minor Gas Leaks and Seepages
Unless directly exposing a point gas detector, a natural gas seepage of for example, 5 cm 3 /s (3.5 × 10 −6 kg/s, 125 kg/y) will not result in a H alarm of neither point gas detectors nor line-of-sight gas detectors. The released gas will be too diluted to result in alarm activation. Such small leak rates in an open area or in an indoor ventilated area, do not represent a safety issue. However, when undetected by the fixed gas detectors, these leaks may release gas for several years. When accumulating the Energies 2019, 12, 4063 6 of 17 contribution from numerous non-safety related leaks, it is apparent that they contribute to a significant environmental impact, as well as a loss of valuable products.
Handheld infrared (IR) based optical gas imaging (OGI) cameras have now been introduced for leak detection. Ravikumar et al. [21] recently investigated whether the OGI technology could represent an effective method for methane leak detection. This was done based on the U.S. EPA proposed regulations requiring use of OGI passive IR technologies in LDAR programs. It was concluded that 80% of the emissions could be detected at 10 m distance. This work was followed up with a study where an OGI camera was used for blind tests at mock-ups resembling flange leaks [17] . At 6 m imaging distance, a 50% likelihood detection limit was about 20 g CH 4 /h (0.0056 g/s), corresponding to a volumetric rate of 7.0 cm 3 /s. The 90% detection likelihood limit followed a power-law relationship with distance.
There are several benefits when being able to walk into the field and visually see gas leaks. One can see exactly which point the leak originates as well as getting an estimate of the leak rate by the gas plume character. In a recent OGI study, several methane leaks of about 1 cm 3 /s (0.0008 g/s) were identified in an LNG plant [22] .
Leak Rate Quantification
Leak rates may be estimated by a variety of methods. Test campaigns have been performed at Total's Lacq Platform in France using gas spectral imaging systems, that is, multispectral Long-Wavelength InfraRed (LWIR) band (7-9 µm) camera, mobile hyperspectral cameras in the LWIR band (7.7-12 µm) and Light Detection and Ranging (LIDAR) multi gas system. Teams from France, Spain, USA and Norway were invited to assess remote-sensing systems for methane leak quantification [23] . The testing showed that methane leaks in the range from 0.7 g/s to 140 g/s could be visualized and quantified in real time using mobile Telops Hyper-Cam, while also confirming the performance of several remote sensing technologies. Open path laser systems have been used [24] for gas leak detection at rates of about 1 L/min. Low-cost, off-the-shelf, metal oxide-based methane (CH 4 ) gas sensors have also been tested for monitoring methane leaks. They gave quite reliable data in laboratory conditions when properly correcting for the influence of air temperature and relative humidity [25] , as well as in the field for recording ambient concentrations [26] . Dyakowska and Pęgielska [27] tested trained operators using the EN 15446 and the Hi Flow sampler technique and found that the Hi Flow sampler gave the best results. By carefully following the measurement procedures, the best operator was able to quantify the leak rates to within 3.5% in blind tests.
For an LDAR program, it may however not be necessary to identify leak rates to within this accuracy, that is, when the main goal is to prioritize leaks for repair to reduce emissions. As identified leak rates are of varying orders of magnitude, a less refined mesh may be sufficient for identifying the "super-emitters," which, according to Brandt et al. [3] should be focused.
In the present study, OGI cameras were used for identifying leaks. For quick estimates of leak rate, a very simple guide was developed to support the operators in doing soap bubble tests using spray (CRC Leak Finder Spray). The guide, as shown in Figure 2 , presents the volume of a sphere as a function of diameter to assist in volume rate estimates of the bubbles generated by leaks. The operators were instructed to count to for example, 10 s (1001, 1002, 1003, . . . ), record the dimension of the individual bubbles or bubble groups, using a ruler, note the total bubble volume, correct for the shape of the bubbles (e.g., half sphere) and divide by the bubble development time. This gives a fair leak rate estimate in cm 3 /s. Blind tests were also conducted in a lab, where 90% of the estimates were within ±30% of the correct value. In the field it may be expected that volume estimates are slightly less accurate. Leaks that generate bubbles so fast that the operators were unable to quantify these leaks were simply identified as "super-emitters." Such leaks could then, if needed and considered safe, be quantified by for example, Hi Flow sampling.
corresponds to a volume rate of about 1 cm 3 /s at ambient conditions. In open areas, this leak rate obviously does not represent a significant safety risk. A leak rate three orders of magnitude larger (10 −3 kg/s, that is, about 1.0 L/s, corresponding to a heat release rate of 50 kW if ignited) may, however, be considered a safety related leak, at least when it comes to potential personnel exposure. To be somewhat conservative, one may define all leaks >10 −4 kg/s as safety related leaks when considering for example, burns risk for field operators. With leak rates spanning several orders of magnitude, the logarithmic based safety related incident categorization matrix, which is familiar to managers and operators in Norway, represents an interesting concept. By extending it to smaller leak rates, fugitive emissions may then be included. It may be discussed where the cut between the safety related leaks and purely environmental risk should be drawn. In the suggested categorization table, a new category "Green 6," that is, with leak rates in the range 1 × 10 −4 -1 × 10 −3 kg/s, is introduced and the cut between the safety related risk and purely environmental risk is proposed at 1 × 10 −4 kg/s, as indicated in Figure 3 .
The heat release rates of the potentially ignited gas leaks, assuming a heat of combustion of about 50 kJ/g [18] and 100% combustion efficiency, are also included in Figure 3 . This was done to increase the understanding of the dimensions of a fire if a leak should become ignited. The last lines of Figure 3 include leak rates in units of hours and years, as that is relevant for evaluating and reporting fugitive emissions for environmental impact.
It should be noted that whether a hydrocarbon gas leak may represent a fire and explosion hazard is very dependent on the ventilation conditions. In unventilated enclosures even minor leaks, when undetected, may result in hazardous concentrations in hours, days or weeks depending on the size of the enclosure. It is in the present work assumed that such leaks will be discovered by fixed 
Proposed Leak Categorization Concept and Risk Evaluation Guide
Leak Categorization Concept
All gas leaks represent environmental challenges, while in outdoor conditions, the smallest leaks do not represent a safety risk, that is, fire or explosion risk. Since all leaks are relevant to the environment, it would be beneficial to have a common consequence classification concept, that is, ranging from more than 10 kg/s to less than for example, 10 −6 kg/s. This span would include release rates associated with potential major accidents and the smallest detectable fugitive emissions. Assuming natural gas, that is, with at a density not that much short of 1 kg/m 3 , a leak rate of 10 −6 kg/s corresponds to a volume rate of about 1 cm 3 /s at ambient conditions. In open areas, this leak rate obviously does not represent a significant safety risk. A leak rate three orders of magnitude larger (10 −3 kg/s, that is, about 1.0 L/s, corresponding to a heat release rate of 50 kW if ignited) may, however, be considered a safety related leak, at least when it comes to potential personnel exposure. To be somewhat conservative, one may define all leaks >10 −4 kg/s as safety related leaks when considering for example, burns risk for field operators.
With leak rates spanning several orders of magnitude, the logarithmic based safety related incident categorization matrix, which is familiar to managers and operators in Norway, represents an interesting concept. By extending it to smaller leak rates, fugitive emissions may then be included. It may be discussed where the cut between the safety related leaks and purely environmental risk should be drawn. In the suggested categorization table, a new category "Green 6," that is, with leak rates in the range 1 × 10 −4 -1 × 10 −3 kg/s, is introduced and the cut between the safety related risk and purely environmental risk is proposed at 1 × 10 −4 kg/s, as indicated in Figure 3 . 
Risk Evaluation Guide
In order to repair a leak of for example, 5 cm 3 /s, depressurization of a process module may be necessary. This would normally include flaring, which also releases hydrocarbons due to partly incomplete combustion. Depressurization to repair a leak and pressurization again after the repair The heat release rates of the potentially ignited gas leaks, assuming a heat of combustion of about 50 kJ/g [18] and 100% combustion efficiency, are also included in Figure 3 . This was done to increase the understanding of the dimensions of a fire if a leak should become ignited. The last lines of Figure 3 include leak rates in units of hours and years, as that is relevant for evaluating and reporting fugitive emissions for environmental impact.
It should be noted that whether a hydrocarbon gas leak may represent a fire and explosion hazard is very dependent on the ventilation conditions. In unventilated enclosures even minor leaks, when undetected, may result in hazardous concentrations in hours, days or weeks depending on the size of the enclosure. It is in the present work assumed that such leaks will be discovered by fixed point gas or line-of-sight detectors as the concentration reaches the H alarm level, for example, 10% LEL or 1 LELm, respectively.
In order to repair a leak of for example, 5 cm 3 /s, depressurization of a process module may be necessary. This would normally include flaring, which also releases hydrocarbons due to partly incomplete combustion. Depressurization to repair a leak and pressurization again after the repair and start-up of the involved module, may also result in new leaks. It is therefore necessary to evaluate whether the processes involved when repairing a leak could result in any associated negative consequences.
Leak rates may not be constant but may develop with time. Under certain circumstances, the leak rates may develop very fast. The risk associated with a leak should therefore not be assessed only based on the observed leak rate, as such. In a high-pressure system, a minor leak of for example, 1 cm 3 /s originating from a corrosion attacked pipe should get much more attention than a similar leak from for example, a valve stem cage gasket. An immediate depressurization would be a proper action when a situation involving a sudden loss of containment may be anticipated. The risk evaluation and proper actions regarding an identified leak should therefore include issues relevant to potential immediate or long-term leak rate development, negative consequences if a repair is undertaken and so forth. A guide for instant risk evaluation was therefore developed and tested in the present work, as presented in Figure 4 . 
Experience with the Leak Categorization Concept and the Risk Evaluation Guide
Leak Detection Campaign
The extended safety related leak rate concept was tested during leak detection campaigns at five onshore production facilities in Norway, that is, an oil refinery, a gas processing plant, a compressor plant, a methanol production plant and an oil terminal. None of these facilities had previously been screened by OGI campaigns. The screening was done by a third-party (The Sniffers, Balen, Belgium) using OGI cameras (FLIR GFx320, FLIR, Wilsonville, OR, USA) for identifying leaks and a HI Flow Sampler (Bacharach, Inc., New Kensington, PA, USA) technique for measuring leak rates. It should be noted that only about 40% of the identified leaks were quantified. This was partly due to for example, inaccessibility, weather conditions or general time constraints. Five leaks were immediately reported as potential safety related to the plant operators who took the proper actions for handling these leaks, either the actions were to cordon off, to depressurize and repair or to stay "hands-off" for a period based on a risk evaluation as presented in Figure 4 .
The facilities varied substantially in size, from the large refinery and gas plant to the medium size compressor plant and the methanol production plant and to the minor size oil terminal. All the facilities had been regularly surveyed by plant operators using hand-held sniffers. No extra sniffing campaigns were done prior to the OGI campaigns. The number of leaks identified was quite consistent with the size of the facilities, that is, 124, 73, 29, 14 and 11 respectively. The number of quantified leaks, arranged in accordance with the suggested categorization system, is presented in Figure 5 . 
Experience with the Leak Categorization Concept and the Risk Evaluation Guide
Leak Detection Campaign
The facilities varied substantially in size, from the large refinery and gas plant to the medium size compressor plant and the methanol production plant and to the minor size oil terminal. All the facilities had been regularly surveyed by plant operators using hand-held sniffers. No extra sniffing campaigns were done prior to the OGI campaigns. The number of leaks identified was quite consistent with the size of the facilities, that is, 124, 73, 29, 14 and 11 respectively. The number of quantified leaks, arranged in accordance with the suggested categorization system, is presented in Figure 5 . The total accumulated leak rate from these 251 leaks was 0.73 g/s (2.6 kg/h). If unattended for one year, this would result in loss of 49 tons to the atmosphere. It is seen from Figure 5 that leaks in Level 8 dominated the total number of leaks identified at all the facilities. However, when studying the leak rates in each category, as presented in Figure 6 , a conspicuous single Level 6 leak at the gas production plant stands out as a major contributor. It is also seen that the leaks in Level 7 contribute much to the accumulated leak rate. The distribution of quantified leaks from all the facilities combined, is presented in Figure 7 . Though the Level 8 leaks dominate in numbers in Figure 7a , the leaks in Level 7 contributed most to the emission of hydrocarbons, as seen in Figure 7b , while the single leak in Level 6 contributed 12% to the accumulated leak rate. For both the gas processing plant and the gas compression facility, the leaking gas was mostly methane. The total accumulated leak rate from these 251 leaks was 0.73 g/s (2.6 kg/h). If unattended for one year, this would result in loss of 49 tons to the atmosphere. It is seen from Figure 5 that leaks in Level 8 dominated the total number of leaks identified at all the facilities. However, when studying the leak rates in each category, as presented in Figure 6 , a conspicuous single Level 6 leak at the gas production plant stands out as a major contributor. It is also seen that the leaks in Level 7 contribute much to the accumulated leak rate. The total accumulated leak rate from these 251 leaks was 0.73 g/s (2.6 kg/h). If unattended for one year, this would result in loss of 49 tons to the atmosphere. It is seen from Figure 5 that leaks in Level 8 dominated the total number of leaks identified at all the facilities. However, when studying the leak rates in each category, as presented in Figure 6 , a conspicuous single Level 6 leak at the gas production plant stands out as a major contributor. It is also seen that the leaks in Level 7 contribute much to the accumulated leak rate. The distribution of quantified leaks from all the facilities combined, is presented in Figure 7 . Though the Level 8 leaks dominate in numbers in Figure 7a , the leaks in Level 7 contributed most to the emission of hydrocarbons, as seen in Figure 7b , while the single leak in Level 6 contributed 12% to the accumulated leak rate. For both the gas processing plant and the gas compression facility, the leaking gas was mostly methane. The distribution of quantified leaks from all the facilities combined, is presented in Figure 7 . Though the Level 8 leaks dominate in numbers in Figure 7a , the leaks in Level 7 contributed most to the emission of hydrocarbons, as seen in Figure 7b , while the single leak in Level 6 contributed 12% to the accumulated leak rate. For both the gas processing plant and the gas compression facility, the leaking gas was mostly methane. The leak rates, arranged from the largest to the smallest leak, are presented in Figure 8a and the accumulated leak contribution is presented in Figure 8b . The largest of these 251 leaks. accounting for 12% of the total release rate, may then qualify for the label "super-emitter." The 21 largest leaks, that is, 8% of the leaks, accounted for 50% of the total release rate. The combined Level 6 and Level 7 leaks, that is, 39 leaks (15% of the leaks), accounted for 63% of the total emissions, as indicated in Figure 8b . To be able to study the leak distribution for each plant in the same diagram, the leaks were arranged based on the leak rates, from large to small leaks. The leak number was normalized by the total number of leaks for each facility, as shown in Figure 9 . For three of the facilities, that is, the gas compressor facility, the methanol plant and the oil terminal, a quite small number of leaks were identified and quantified. The results may, however, still indicate that there are some differences between the results from these facilities. The leaks detected for the methanol plant generally seem to be smaller than the leaks detected from the two other facilities. There also seem to be similar differences between the gas processing plant and the refinery. Except for 2-3 possible "super-emitters," the former generally exhibits lower leak rates than the latter. Since the same third-party surveyors did the leak search and leak quantification, this could possibly indicate some differences between the studied facilities. It is generally known that the gas processing plant for several years has had a quite detailed fugitive emission leak detection program and has followed up their fugitive emissions in site maps and markings in the field. Historically, this facility had a higher number of known fugitive emission (FE) leaks on their FE map. The explanation for this could either be that this facility was leaking more than the other facilities or that it had a better leak detection program. This was also the case for the methanol production facility. An OGI campaign in more windy conditions could, however, mask the minor leaks and therefore skew the results in a diagram such as presented in Figure 9 towards higher emission rates since only the higher leak rates could then be detected. To draw any conclusion on this issue based on the OGI campaigns would therefore require information about the weather conditions during the OGI campaigns.
Very few of the detected leaks were in Level 10. This may to a large extent be explained by the difficulty to detect leaks at this level, that is, <10 −7 kg/s (<0.1 cm 3 /s). Their contribution to the accumulated leak rate is also very small. Leaks in Level 9 are also generally quite difficult to detect. They do, as well, only to a minor extent contribute to the accumulated leak rate, as seen in Figure 7b . Since leaks in Level 9 and Level 10 are both difficult to detect and are observed to contribute little to the accumulated leak rate, it is suggested to combine these in the smallest practical level of leaks rates, that is, <10 −6 kg/s. In accordance to Figure 3 , all leaks <10 −6 kg/s are therefore suggested to be labelled as Level 9 leaks.
Some Comments on the Obtained Results
Rather than consuming much time for quantifying leaks in Level 9 (and Level 10), it may be worthwhile focusing more on the leaks that contribute most regarding environmental impact and safety related risk. Repair of leaks with rates in Level 7, Level 6 and so forth, should therefore be prioritized. When presenting the results from the leak detection campaign in figures like Figures 7  and 8 , it became quite clear that repairing the "super-emitters" should be focused. It therefore turned out to be an efficient way of communicating the OGI campaign results.
Leak Rate Diagram Guide
For a few leaks, it was decided to monitor the possible development in leak rate over time using the bubble technique (CRC Leak Finder spray) and the diagram presented in Figure 2 . This was based on an uncertainty whether the leak could gradually develop, that is, needed attention as suggested in the risk evaluation guide presented in Figure 4 . It was then needed to give some information about the expected accuracy of such monitoring. It was, however, apparent that Figures 3 and 4 represented an aid in such risk evaluation processes.
Benefits of OGI Campaigns Versus Regular Sniffing Campaigns
The previous aspiration (sniffing) detection campaigns at the respective facilities were generally done at areas of the plant with easy access for the operators. Equipment associated with potentially leaking components had been given attention, while for example, possible leaks surfacing from cladding distant from a leaking component were not investigated. An important benefit of having an OGI camera survey was the possibility of detecting previously undetected leaks at places with limited or no access or where leaks were not expected.
Several of the detected leaks were at locations where quantification could not be done without erecting scaffolding. This limited the possibility for leak quantification by the Hi Flow sampler technique. However, from both an environmental and a technical safety point of view, detecting the gas leaks that required immediate action was important. Since some of these leaks could represent a hazard to the Hi Flow sampler operators, any work to quantify these leaks was off course deemed inappropriate. It may very well be that one or more of these leaks were larger than the accumulated rate found for the 251 leaks quantified.
Leak Rate Risk Evaluations in the Field
A plant operator always followed the third-party OGI inspector and the Hi Flow Sampler operator. The plant operators at the investigated facilities were well trained and knew the gases and liquids, as well as the process conditions (pressures and temperatures), in different modules at the facilities. Until now, the plant operators have, however, had little experience with the risks involved with leaks other than on an overarching level, for example, combustible gas or liquid products, liquids flashing when exposed to atmospheric pressure or self-ignition of hot oils when exposed to air, to name a few risks. When suggesting that plant operators should evaluate the risk related to a fugitive emission, for example, 5 cm 3 /s leak rate, they could not give any description of the associated risk beyond general terms, for example, it may ignite and cause a fire or an explosion. To relate the risk to something familiar seemed farfetched.
The presented risk evaluation guide, that is, as shown in Figure 4 , was intended to assist in understanding the fire and explosion risk associated with a hydrocarbon gas leak. In Norway, most plant operators are familiar with the heat release rates of for example, a camping stove (2-4 kW) and that a burning candlelight represents about 50-80 W. Using such familiar examples represented knowledge anchors for understanding that an ignited release rate in for example, Level 8 is between these two familiar heat release rates and that a release in for example, Level 5 is far more. Some operators even knew that a fully involved passenger car fire [28] would typically be representative for the heat release rates associated with level Green 4. Adding the row of estimated heat release rate (HRR) of an ignited leak in the leak category table (Figure 3 ) clearly helped them to comprehend the risk associated with a potentially ignited hydrocarbon gas leak.
Discussion
In the present study, a simple guide for estimating volumetric leak rate for minor gas leaks was presented in Figure 2 . The guide worked well when tested by plant operators. The results from such quantifications were intended for further risk evaluation, for example, monitoring development in the leak rate and so forth.
The consequence matrix for incidents and accidents in the Norwegian oil and gas industry was used as a template for categorizing safety related gas leaks and fugitive emissions. In line with the incident and accident consequence matrix, the suggested leak categories were arranged based on the leak rate in kg/s, in orders of magnitude in leak rate, descending to <1 × 10 −6 kg/s. The suggested leak categories were used to analyse and present the results from third party OGI campaigns at five land-based facilities in Norway. The facilities comprised an oil refinery, a gas processing plant, a gas compression plant, a methanol production plant and an oil terminal. A total of 630 leaks were identified by the OGI campaigns. About 40% of these leaks, that is, 251 leaks, could be quantified by the HI Flow sampler technique. The number of quantified leaks at the mentioned facilities was respectively 124, 73, 29, 14 and 11 with an accumulated leak rate of 0.73 g/s (2.6 kg/h).
The reasons for 60% of the leaks identified by the OGI campaigns not being quantified were associated with limited access to the leaking components and weather conditions. It should be noted that five leaks were not quantified as it was considered unsafe for the HI Flow Sampler operator to approach these leaks, which were cordoned off for subsequent leak repair.
Leaks in Level 8 (10 −5 kg/s, 10 −6 kg/s] dominated the number of quantified leaks. The single leak in Level 6 (10 −3 kg/s, 10 −4 kg/s], that is, the largest leak quantified, contributed 12% to the accumulated leak rate. The leaks in Level 7 (10 −4 kg/s, 10 −5 kg/s] together with the one leak in Level 6, contributed to 64% of the accumulated leak rate. The 21 largest leaks, that is, the 8% of the leaks, accounted for 50% of the accumulated leak rate.
Leaks not quantified were probably associated with leak rates similar to those quantified. The exceptions were the five leaks that could not be quantified due to safety reasons. These may have been much larger than the largest quantified leak. Some of these may therefore have been in Level 5. If so, they would have dominated the accumulated leak rate. These leaks had not been detected by the regular sniffing campaigns at the facilities. Nor were they large enough or close enough, to be detected by the 10 % (or 20 %) LEL H-alarm on point gas detectors or the 1 LELm H-alarm on the line of sight gas detectors. Without an OGI campaign at the facilities, these leaks could have continued leaking for years, with negative impacts on the environment and safety, as well as representing loss of valuable products. Getting these large leaks repaired was probably more important than all the rest of the leaks identified both regarding safety as well as environmental impact.
In the present study, it may be concluded that the OGI technology is a great tool for field use, as also concluded by Ravikumar et al. [21] . The best available OGI cameras are, however, quite expensive. When looking for "super-emitters," less expensive OGI technologies may be "good enough." Less costly cameras may also allow for using such equipment in organized training sessions and for demonstrating how the gases spread after larger or smaller releases [29, 30] .
The present study is limited to presenting the leaks according to their mass loss rates. Since the hydrocarbon gases have different GWP, the leak rates in kg/s cannot be directly transformed to environmental impact. This could, however, in principle be done as each quantified leak originates from an equipment with known approximate gas composition. Rather than using resources for getting these details sorted for all the 251 leaks, one could introduce the approximate gas composition as a criterion for prioritizing repairs. A suggestion could be to multiply the leak rates with representative GWPs versus CO 2 for the leaking gas mixture and prioritize according the respective leak's GWP. This would lead to a discussion of what factor to use [5] but would ensure that methane rich leaks got increased attention due to the high environmental impact of this gas.
The experience with the suggested classification system for fugitive emissions was quite good. It helped in getting the attention away from the large number of minor leak sources identified and focus on leak rates. This resulted in focus on the "super-emitters" contribution to the accumulated emissions. Acknowledging that a limited number of leaks accounted for a large proportion of the accumulated leaks may help addressing the "super-emitters" more frequently in the future.
To directly view a leak in the OGI camera or subsequently on a recorded video, reveals much information about the leak. Since the plant operators know the leaking hydrocarbon gas from a given equipment, including, for example, the approximate average mole mass, operational pressure and temperature, the way the gas plume behaves can give much information even without any leak rate quantification. By occasional leak quantification by for example, soap screening (Leak Finder Spray) as a calibration of the visual information, the plant operators might be able to classify most leaks in the correct level in the suggested categorization table. Or, if the leak is large, classify it as a "super-emitter" for immediate attention. It is suggested that this is further investigated since and if this works, the focus can be shifted to early identify any "super-emitters" and thereby significantly reduce the accumulated leak rates, that is, reduce the environmental impacts and loss of valuable products.
The international focus on greenhouse gas emissions from the oil and gas industry is expected to be intensified to limit the global warming. This is especially important for production, transport as well as end consumers of products that may result in methane emissions [31] [32] [33] [34] . The present study contributes to reduce the emissions at land based mid-stream facilities, where it is shown that identifying and repairing "super-emitters" would give a high benefit cost ratio. It seems quite clear to the authors that there must be good economy in identifying and repairing the "super-emitters."
Conclusions
The suggested system based on orders of magnitude in leak rates, from safety related leaks to the smallest fugitive emissions detectable by OGI camera, worked quite well. The simple risk guide sheet also worked well in assisting the operators during the risk evaluation process. The suggested categorization table was used for presenting and analysing detected leaks to help prioritizing repair of "super-emitters," which contributed most to the accumulated leak rates. A change in LDAR programs to coarser and more frequent OGI campaigns to earlier detect any new "super-emitter" is suggested. This would also improve the search for safety related leaks as well as prevent loss of valuable products. 
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